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/ 1\ FIRST FLOOR ELECTRICAL PLAN
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SHEET NOTES

DESIGN CRITERIA:

i e
S

343A3A27A19A = 100A BUS, 208Y/120V,
KAIC = 10AMP. ADDED (N) LOAD = 153 WATTS.

71. PROVIDE ILLUMINATED EXIT SIGNS AS REQUIRED TO
PROPERL

Y IDENTIFY EXIT PATHWAYS.

188. PROVIDE ADEUQATE EMERGENCY LIGHTING FOR
THE EXIT WAYS.

CONSULTANT

MAZZETTI & ASSOCIATES, INC.

REVISIONS
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90% TILE Il 9/26/94
100% TLE 0 11/7/04
ANAL TILE 1| 2/13/95
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